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Director’s Order Director’s Order Number 

 Order #1-WTS114 
 

Director’s Order Issued To 
The Corporation of the Township of Wilmot    
60 Snyder’s Road West, Baden ON N3A 1A1 
Attention: Kaitlin Bos, Municipal Clerk 

 
 

Site 
Petersburg Distribution System (DWS #260098462) 
Petersburg, ON N0B 2H0 
 
Refer to the Definitions section in Part B of this Director’s Order, for the meaning of all the 
capitalized terms that are used in this Director’s Order. 

 
PART A - WORK ORDERED 

This work is ordered pursuant to my authority under SDWA | 114.  

I order you to do the following: 
  
Item No. 1 Upon service of this Director’s Order, implement the Township’s 

proposed action set out in the Township’s response to the Notice 
dated February 26, 2024, namely, establish a municipal drinking 
water system to serve the residents of the major residential 
development that is served by the Peterburg Distribution System in 
the Township of Wilmot. 
 

Item No. 2  Upon service of this Director’s Order, operate the Petersburg 
Distribution System as a Class I water distribution subsystem, using 
operators that hold the certificate applicable to that type of 
subsystem, until such time as the Director appointed for the purposes 
of section 3 of O. Reg. 128/04 (Certification of Drinking Water System 
Operators and Water Quality Analysts) issues a certificate of 
classification for the subsystem, or has determined that classification 
of the subsystem is not required.   
 

The following temporary relief is provided to the Township pursuant to my authority under SDWA | 
117.   
 

1. Until the earlier of:  
 

(a) the date the Township has been issued a municipal drinking water licence for the 
Petersburg Distribution System; or  
(b) December 31, 2025,  
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the Township is temporarily relieved from strict compliance with provisions of the SDWA, 
and the regulations thereunder, that are listed below, in relation to the Petersburg 
Distribution System: 

 
(a) clause 31(1)(b) of the SDWA; and  
(b) subsection 1(1) of O. Reg. 453/07 (Financial Plans). 

 
2. Until the Director appointed for the purposes of section 3 of O. Reg. 128/04 issues a 

certificate of classification for the Petersburg Distribution System, or determined that its 
classification is not required, the Township is temporarily relieved from strict compliance 
with sections 22 and 23 of O. Reg. 128/04 in relation to the Petersburg Distribution System.  

 
PART B - DIRECTOR’S REPORT 

This Director’s Order is being issued for the reasons set out below. 
 

Definitions 
For the purposes of this Director’s Order, the following capitalized terms shall have the 
meanings set out below: 

“Director’s Order” means this Director’s Order Number 1-WTS114, as it may be amended. 

“Medical Officer of Health” means the medical officer of health for the Region of Waterloo Public  
Health Unit. 

“Notice” means the Notice of Intention to issue an order under s. 114 of the SDWA to the 
Township and to the Region, dated January 15, 2024.  

“Region” means The Regional Municipality of Waterloo. 

“SDWA” means the Safe Drinking Water Act, 2002, S.O. 2002, c. 32. 

“Site” means the Petersburg Distribution System.   

“Township” means The Corporation of the Township of Wilmot.    

 
Description of Person(s) Subject to the Director’s Order 
 
The Corporation of the Township of Wilmot is established and/or continued under the Municipal 
Act, 2001, S.O. 2001, c.25. 
 
The Township is a lower-tier municipality within the Region of Waterloo, Ontario. 

 
In Wilmot, the Region is responsible for treating municipal drinking water and the Township is 
responsible for the municipal distribution systems.  The Township is the owner of land where the 
Petersburg Distribution System is located. The Township began operating the Petersburg 
Distribution System as of May 13, 2024 pursuant to the Notice. 
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Description of the Site and/or System/Facility 
 
The Site is the Petersburg Distribution System for the purposes of this Director’s Order. Treated 
water from the Petersburg Drinking Water System is distributed through the Petersburg Distribution 
System, which was installed in the 1960’s to serve the original subdivision along Alice Crescent, 
Deerfield Avenue and Redford Drive. The distribution system was later extended to additional 
properties along Snyder’s Road and Notre Dame Drive.  
 
The Petersburg Distribution System serves a residential community including one property on 
Deerfield Extension, nine properties on Deerfield Avenue, thirty-one properties on Alice Crescent, 
four properties on Redford Drive, eight properties on Notre Dame Drive and nine properties on 
Snyder’s Road East. A community park and church are included in the properties served. As the 
overall development comprises more than six private residences, it constitutes a major residential 
development as defined in the SDWA.  
 
The Petersburg Distribution System consists of four-inch cast iron watermain pipes that are 
predominantly located within lands owned by the Township.    
  
The Petersburg Drinking Water System obtains water from a 71.4 m deep drilled well with a 254 
mm diameter casing. The well was drilled in 1963. The current well pump was installed in 2004 and 
is rated at 5.7 L/s. Treatment of the water is achieved by the injection of sodium hypochlorite into 
the water which is then directed to a 114 m3 reservoir.  
 
Reasons for the Director’s Order 
 
Knipfel Well Supply  
 
The Knipfel Well Supply drinking water system (“Knipfel Well Supply”) was constructed 
approximately sixty years ago. Until 2024, it supplied and distributed treated drinking water to a 
year-round residential subdivision in the Township. The Knipfel Well Supply was classified as a 
non-municipal year-round residential DWS under Ontario Regulation 170/03, Drinking-Water 
Systems, made under the SDWA (“O. Reg. 170/03"). It was therefore a regulated non-municipal 
system for the purposes of s. 114 of the SDWA, as prescribed by subsection 2 (5) of Ontario 
Regulation 171/03, made under the SDWA. 
 
On November 29, 2021, Mr. Knipfel, who was at that time the owner and sole director of Knipfel 
Water Supply Inc., requested that the Township assume ownership of the Knipfel Well Supply by 
the end of May 2024.  
 
Mr. Knipfel assumed responsibility for the Knipfel Well Supply in 2004 after the original owner 
passed away. However, in 2021 Mr. Knipfel indicated that he would be unable to continue 
operating the drinking water system as of May 31, 2024, and that he had not been able to identify a 
new owner. As explained in further detail below, when I issued the Notice the absence of a future 
owner for the drinking water system was concerning for several reasons. 
 
Mr. Knipfel was given a copy of the Notice and was provided with an opportunity to provide a 
written response to the Notice. He acknowledged receipt of the Notice in writing on January 17, 
2024 but submitted no further comments for my consideration.  
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Petersburg Drinking Water System and Petersburg Distribution System 
 
In Wilmot, the Region is responsible for the supply and treatment of municipal drinking water and 
the Township is responsible for the municipal distribution systems.  
 
Accordingly, on May 13, 2024, further to my directions set out in the Notice, the Region and 
Township respectively began operating the drinking water supply and distribution systems formerly 
known as Knipfel Well Supply.  
 
Effective May 13, 2024 the Knipfel Well Supply became two systems, namely: the Petersburg 
Drinking Water System operated by the Region, and the Petersburg Distribution System operated 
by the Township. 
 
Need for the Notice and Order  
 
The Region installed equipment necessary to monitor and operate the drinking water system after 
it began operations however, the Knipfel Well Supply has had no significant upgrades since the 
time it was constructed. It is likely, based on the typical life expectancy of this type of DWS, that 
most of the original drinking water equipment and infrastructure, including the well, reservoir and 
watermains will need replacement in the coming years.  
 
The distribution system may become more vulnerable to the intrusion of contaminants as cast iron 
pipes that are at the end of their life span become susceptible to breaks and leaks. 
 
Without an owner or sufficient reserve fund, there is a heightened risk that aging equipment will not 
be replaced and will ultimately fail, and which may lead to a drinking water health hazard. 
 
Further, uncertainty regarding the water supply may also prompt some residents to drill private 
drinking water wells and fragment from the drinking water system. This previously occurred in 2017 
when one resident drilled a private well and fragmented from the Knipfel Well Supply. 
 
There have been other inquiries from residents about drilling private wells. Without a new owner, 
more residents could attempt to fragment from the drinking water system in an ad hoc manner, 
leading to inconsistent servicing and potential for cross contamination issues if backflow prevention 
is not installed. The system could become deficient without oversight. 
 
As the Medical Officer of Health stated, with respect to this matter:  
 

Based on the information provided by your office, I am in agreement with your assessment 
that the Knipfel Drinking Water System requires servicing by a municipal drinking water 
system to protect residents from any potential drinking water health hazard. 

 
The correspondence from the Region of Waterloo Public Health Unit appears in Attachment 1 to 
this Notice. 
 
Based on the foregoing I remain of the opinion that the major residential development previously 
served by the Knipfel Well Supply requires servicing by a municipal drinking water system to 
protect residents from a drinking water health hazard. 
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I have reviewed the Township’s response to the Notice and considered the subsequent 
submissions made by the Township with respect to the Knipfel Well Supply. The Township’s 
response indicated that it intended to implement the proposed action in the Notice, namely, to 
establish a municipal drinking water system to serve the users connected to the Petersburg 
Distribution System. The Township has been operating the distribution system associated with the 
former Knipfel Well Supply since May 13, 2024. The Township completed an assessment of the 
Petersburg Distribution System as identified in the Township’s response to the Notice and intends 
to undertake improvements and replace the watermains.  The Township has obtained a drinking 
water works permit under the SDWA, and is in the process of applying for a municipal drinking 
water licence, including finalizing a financial plan.  
 
Given this period of transition it may not be possible for the Township to strictly comply with all 
operational and certification related requirements applicable to municipal drinking water systems 
which is why temporary relief is being made available under authority of s.117 of SDWA.  
 
 
Authority to Issue the Director’s Order 
I am issuing this Director’s Order under my authority as a Director under the following 
legislation, which also includes the authority to take intermediate action and/or procedural steps: 

     s. 114 of the Safe Drinking Water Act, 2002. 
 
In my capacity as Director under s.114 of the SDWA, I have consulted with the Medical Officer of 
Health with respect to the Knipfel Well Supply. 
 
On January 15, 2024, I issued a Notice to the Township and the Region, together with written 
reasons (See Attachment 1). I provided the Township and Region with the opportunity to respond 
to the Notice in accordance with subsection 114(2) of the SDWA. 
 
Pursuant to subsection 114(10) of the SDWA, on February 26, 2024, the Township provided me 
and the Medical Officer of Health with its written response to the Notice (See Attachment 2).  
 
The requirements for issuing this Order under s.114(2) of the SDWA have been satisfied.   
 
Attachments 
The attachments listed below, if any, form part of this Director’s Order:  

1: Notice of Intention to Issue Order, January 15, 2024 
2: Township of Wilmot Response to Notice of Intention – Knipfel Drinking 
Water System, February 26, 2024 
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ISSUING  DIRECTOR  
 

Name: Lisa Williamson, Director for purposes of s. 114 of SDWA 

Badge Number: 1205  

Address: 1 Stone Road West, 4th Floor, Guelph ON N1G 4Y2 

Officer Email: lisa.williamson@ontario.ca  

Office Email: environment.guelph@ontario.ca  

Date: February 27, 2025 

Signature:
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APPEAL TO THE ONTARIO LAND TRIBUNAL INFORMATION 

REQUEST FOR HEARING 
You may require a hearing before the Ontario Land Tribunal if, within 15 days of service of this 
Director’s Order, you serve written notice of your appeal on the Ontario Land Tribunal and the 
Director as indicated in the Contact Information below. Your notice of appeal must state the 
portions of this Director’s Order for which a hearing is required and the grounds on which you 
intend to rely at the hearing. Unless you receive leave (permission) from the Ontario Land 
Tribunal, you are not entitled to appeal a portion of this Director’s Order or to rely on grounds of 
appeal that are not stated in the notice of appeal. 

 
CONTACT INFORMATION 
The contact information for the Director and the Ontario Land Tribunal is the following: 

 

Registrar 
Ontario Land Tribunal 
655 BAY STREET, 15th FLOOR 
TORONTO, ON M5G 1E5 
OLT.Registrar@ontario.ca 

and 

 
 
 
 

 

The contact information of the Ontario Land Tribunal and further information regarding its 
appeal requirements can be obtained directly from the Tribunal at: 

 
Tel: (416) 212-6349, Toll Free: 1(866) 448-2248 or www.olt.gov.on.ca 

 
SERVICE INFORMATION 
Service of the documentation referred to above can be made personally, by mail, by fax (in the 
case of the Director only), by commercial courier or by email in accordance with the legislation 
under which this Order is made and any corresponding Service Regulation. 

Director 
Ministry of the Environment, 
Conservation and Parks 
Guelph District Office 
1 STONE ROAD WEST  
4th FLOOR 
GUELPH ON N1G 4Y2 
Environment.guelph@ontario.ca 
Fax: 519-826-4286 
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ADDITIONAL INFORMATION 

Unless stayed by the Director or the Ontario Land Tribunal, this Director’s Order is effective 
from the date of service. 

 
Failure to comply with a requirement of this Director’s Order constitutes an offence. Unless 
otherwise indicated, the obligation to comply with a requirement of this Director’s Order continues 
on each day after the specified compliance date until the obligation has been satisfied. 

 
The requirements of this Director’s Order are minimum requirements only and do not mean that 
you are not required to comply with any other applicable legal requirements, including any: 

• statute, regulation, or by-law; 
• federal, provincial, or municipal law; or 
• applicable requirements that are not addressed in this Director’s Order. 

 
The requirements of this Director’s Order are severable. If any requirement of this Director’s 
Order, or the application of any requirement to any circumstance, is held invalid, such finding 
does not invalidate or render unenforceable the requirement in other circumstances. It also does 
not invalidate or render unenforceable the other requirements of this Director’s Order. 

 
Further orders may be issued in accordance with the legislation as circumstances require. 

 
This Director’s Order is binding upon any successors or assignees of the persons to whom this 
Director’s Order is issued. 

 
The procedures to request a hearing and an appeal of this Director’s Order and other 
information provided above are intended as a guide. The legislation should be consulted 
for additional details and accurate reference. Further information can be obtained from e-
Laws at www.ontario.ca/laws. 
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watermains. The owner reports the distribution system was extended to additional 
properties along Snyder’s Road and Notre Dame Drive over the years due to water 
quality issues from the private wells serving those properties. 

Sample results from the last five years for the DWS show that the drinking water has 
met the Ontario Drinking Water Quality Standards (ODWQS) with the exception of total 
coliform which were detected in samples collected in the distribution system on May 27, 
2022 and February 17, 2023 at concentrations of 2 and 1 CFU/100 ml respectively. The 
most recent arsenic sample collected on October 14, 2022 shows it is present at 4.1 
µg/L. The ODWQS for arsenic is 10 µg/L.  
 
A provincial officer inspection of the drinking water system was initiated on October 12, 
2023. Preliminary findings show that, with the exception of some administrative items, 
the owner is in compliance with the requirements for operational testing and sampling; 
however, maintenance of the water treatment has not been conducted as per the 
required schedule. 
 
In Wilmot, the Region is responsible for treating municipal drinking water and the 
Township is responsible for the distribution systems. In late 2021, the owner and sole 
Director of Knipfel Water Supply Inc, Paul Knipfel, requested that the municipalities 
assume ownership of the DWS by the end of May 2024 when his operator certification 
expires. Mr. Knipfel assumed responsibility for the DWS in 2004 after the original owner 
passed away. The owner will be unable to continue operating the system as of May 31, 
2024.  He has not been able to identify a new owner. 
 
Although the current owner employs one operator and could retain an operating 
authority to conduct the day-to-day operations of the system, the absence of a future 
owner is concerning for the reasons outlined below.  
 
The DWS was constructed approximately sixty years ago with no significant upgrades 
since that time. It is likely, based on typical life expectancy, that most of the original 
drinking water equipment, including the well, reservoir and watermains will need 
replacement in the coming years. A recent assessment completed in October 2023 by 
the Region indicates that the surge tank which mitigates water surge pressures from 
pump start up and shut down is in need of immediate replacement as it is at risk of 
failure. The assessment further identified upgrades to the chlorination equipment and 
other instrumentation are needed.  
 
Without an owner or sufficient reserve fund, aging equipment will not be replaced and 
will ultimately fail which may lead to a drinking water health hazard in the future. For 
example, a drop in distribution pressure below 20 PSI in the DWS may result in 
conditions that increase the risk of contamination of the drinking water by inflow through 
cracks and leaky joints in buried watermains and back flow from plumbing fixtures.  
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Guidance on Monitoring the Biological Stability of Drinking Water in Distribution 
Systems published by Health Canada on February 25, 2022 states: 

As pipes age, they may become more prone to leaks and breaks, and more 
vulnerable to intrusion of contaminants (O'Connor, 2002; Moe and Rheingans, 
2006; Qureshi and Shah, 2014). During low or negative pressure events, 
contaminants surrounding the pipes can be drawn in through leaks in the system 
(see Section B.1.3). Aging water infrastructure is a significant threat to water 
safety in Canada (Canadian Infrastructure Report Card, 2016). In Ontario, for 
example, many water systems were constructed in the 1960s and 1970s, 
(MacDonald, 2001) and, as such, will be nearing the end of their life span, which 
averages around 50 to 70 years (Tafuri and Field, 2010). Pipes installed during 
the 1960s and 1970s have also been associated with an increased likelihood of 
failure because of the type of material used, and poor installation practices 
(Besner et al., 2001; MacDonald, 2001). 

Uncertainty regarding water supply may also prompt some residents to drill private 
drinking water wells and disconnect from the DWS. This previously occurred in 2017, 
when one resident drilled a private well and illegally disconnected from the DWS. There 
have been other recent inquiries about drilling private wells from residents unhappy with 
the current water service. The ad hoc drilling of private wells would lead to inconsistent 
servicing and potential for cross contamination issues if backflow prevention is not 
installed. Under the SDWA, disconnecting from a regulated drinking water system is 
considered fragmentation which is the replacement of all or part of a regulated non-
municipal drinking water system with a separate non-municipal drinking water system 
that is not prescribed as a regulated drinking water system under the SDWA. 
Subsection 52(2) of the SDWA prohibits fragmentation unless written consent of the 
Director is obtained. Before providing written consent to fragment, the Director will 
typically require the owner to follow a defined process including providing an 
engineering assessment of potential risks and availability of safe and sustainable 
sources of water for consumers as well as consultation with all residents and the health 
unit. 

The owner has informed the Region, Township and the ministry of his challenge 
maintaining private ownership of the DWS. If a new owner is not identified, it is likely 
that within a year some residents will illegally fragment from the DWS and without 
oversight the DWS will become deficient.  

Based on the foregoing I am currently of the opinion that the major residential 
development requires servicing by a municipal drinking water system in order to protect 
residents from a drinking water health hazard.
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60 Snyder’s Road West, Baden, ON N3A 1A1 
 

        Infrastructure Services 
 
 
February 26, 2024 

Ministry of the Environment, Conservation and Parks (MECP) 

Drinking Water and Environmental Compliance Division 

West Central Region  

Guelph District Office  

1 Stone Road West 

4th Floor 

Guelph, Ontario N1G 4Y2 

 

Attention: Lisa Williamson 

Water Compliance Supervisor, MECP 

 

Dear Ms. Willamson, 

 

Subject: Township of Wilmot Response to Notice of Intention – Knipfel Drinking Water System 

 
On January 15, 2024, the Township of Wilmot (Township) received a notice from the Ministry of 
Environment, Conservation and Parks (Ministry), indicating that as of May 13, 2024, both the Region of 
Waterloo (Region) and the Township are required to assume full responsibility for the Knipfel Drinking 
Water System (DWS) in Petersburg. 
 
The Township has prepared this letter in response to the Notice of Intention issued by the Ministry. In 

the context of a two-tier municipality setting, the Township is responsible for operating the municipal 

water distribution system that provides water to the customer while the Region is responsible for the 

treatment and supply of water to the Township. 

 

Compliance with SDWA Subsection 114 

 

In response to the Director and the Medical Officer of Health, the Township has identified and will 

comply with two specific actions, as mandated by subsection 114(10) of the Safe Drinking Water Act, 

2002. These actions are outlined in compliance with the order and are in accordance with the 

requirements specified in subsection 114(9). 

 

I. Establish a new municipal drinking water system to serve residents of the major 

residential development. 
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On May 13, 2024, the Township will take on the operation and maintenance responsibilities for the 

water distribution of the Knipfel DWS. The system will be operated as a non-municipal year-round 

residential water system in accordance with O. Reg. 170/03. Simultaneously, the Township will initiate 

the process of obtaining all the necessary permits and licenses to operate the distribution system as a 

municipal water distribution system. In this process, the Township will work to obtain following 

approvals: 

• Drinking Water Works Permit 

• Drinking Water License 

The Township will work to acquire all the necessary approvals and updates on the existing Drinking 

Water Works Permits from the MECP. The Township will then proceed to obtain a municipal drinking 

water distribution system license. These actions will be initiated following the commencement of 

distribution operations on May 13, 2024. Regular updates on the permit acquisition progress and 

licensing procedures will be provided to the Director. 

 

II. Oversee the establishment or alteration of one or more non-municipal drinking water 

systems to serve residents of the major residential development.  

 

The water distribution system was built approximately sixty years ago and has not undergone any 

substantial upgrades since then. As the watermain is approaching the end of its typical lifespan, it will 

need to be replaced in the near future. The Township intends to conduct a comprehensive evaluation of 

the current water distribution system to assess the urgency of replacement immediately after 

commencing operation in May 2024. To achieve this, the Township will retain an engineering consulting 

firm to conduct a comprehensive evaluation of the distribution system's condition and capital needs for 

the forthcoming upgrades. This assessment will form the foundation for future planning related to 

improvements and potential expansion of the water distribution system. It will also help establish a 

timeline for replacing the current water mains. 

 

Compliance with O. Reg. 170/03 – Monitoring and Sampling Requirements 

 

The Township will commence monitoring and sampling of the Knipfel DWS, in compliance with the 

applicable requirements of O. Reg. 170/03, immediately after assuming full responsibility of the DWS 

on May 13, 2024. The following schedules in O. Reg. 170/03 will be considered for operating and 

maintaining the distribution system: 

 

a) Conduct operational checks, sampling and testing in accordance with the requirements of Schedule 

6 of O. Reg. 170/03; 

• The Township’s water distribution system sampling and testing schedules will be updated to 

include the Knipfel DWS, in accordance with the requirements set out in Schedule 6 of O. 

Reg. 170/03. These updates will be coordinated with the Region of Waterloo Environmental 

and Enforcement Laboratory Services (EELS). 
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b) Conduct maintenance and operational checks in accordance with the requirements of Schedule 8 of 

O. Reg. 170/03; 

• The Township’s certified Operator will test free chlorine residuals twice per week from the 

distribution system, in accordance with requirements set out in Schedule 8 of O. Reg. 

170/03. 

• The Region will be responsible for testing chlorine residual daily, at or near the treated entry 

point.  

• In coordination with EELS, the Township’s drinking water sampling schedule will be updated 

to satisfy the requirements set out in Schedule 8, 11 and 13 of O. Reg. 170/03. 

 

c) Conduct microbiological sampling and testing in accordance with the requirements of Schedule 11 of 

the O. Reg. 170/03; 

• A minimum of one sample per week will be taken from the distribution system for Escherichia 

Coli, total coliforms, and chlorine residuals, in accordance with Schedule 11 of the O. Reg. 

170/03. 

 

d) Conduct chemical sampling and testing in accordance with the requirements of Schedule 13 of O. 

Reg. 170/03 

• Quarterly samples of Trihalomethane (THM) and Haloacetic Acids (HAAs) will be collected 

from the distribution system. The running annual average (RAA) will be monitored to ensure 

continuous assessment of these results in accordance with the maximum acceptable 

concentration. The first sample will be collected in May right after commencing operation on 

May 13, 2024.  

 

e) Ensure an operator with the appropriate qualifications is in place to operate the DWS; 

• Operation and maintenance of the distribution system, including watermain flushing and 

maintenance checks, will be performed by the Township’s certified operational and 

maintenance staff. 

 

f) Ensure an Engineering Evaluation Report is available in accordance with Schedule 21 of O. Reg. 

170/03; 

• No action is required from the Township for this item. 

 

g) Ensure that the appropriate treatment equipment is installed and operational as per Schedule 2 

and/or Schedule 3 of O. Reg. 170/03; 

• The Region of Waterloo will be responsible for ensuring conformance with Schedule 2 of O. 

Reg. 170/03. 

• No action is required from the Township for this item. 
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h) Report adverse test results and other problems in accordance with the requirements of Schedule 16 

of O. Reg. 170/03; 

• Communication will be distributed to all members of the operations and compliance team. 

The existing Adverse Water Quality Incident (AWQI) Standard Operating Procedure (SOP) 

will be updated to include the Knipfel DWS information. Any types of potential adverse results 

from regular chlorine checks and laboratory assessment must be reported as per the AWQI 

SOP to ensure conformance with Schedule 16 of O. Reg. 170/03.  

 

i) Complete corrective actions as per Schedule 18 of O. Reg. 170/03. 

• The AWQI SOP includes details of required corrective actions in accordance with Schedule 

18 of O. Reg. 170/03. The Township will provide regular training for all operational staff, 

covering these prescribed corrective actions. 

 

The Township will work with the Region of Waterloo and Knipfel Water Supply Inc. to ensure the reliable 

operation and distribution of the Knipfel DWS, both during the initial transition and for the long-term 

transfer. The Township and the Region have collaborated to establish a joint communication team to 

ensure efficient and comprehensive communication to all residents receiving services. In this context, 

both the Township and the Region will engage Petersburg residents in discussions regarding the 

forthcoming transition and will be available to address any additional inquiries before officially assuming 

full operation and maintenance responsibilities for the current Knipfel DWS on May 13, 2024. 

 

Sincerely, 

Chad Woodhouse, C.E.T.  

Manager of Public Works 

Township of Wilmot 

 

c.c. - Jeff Molenhuis, P.Eng. 

Director of Infrastructure Services 

Township of Wilmot 

 

c.c. - Hsiu-Li Wang 

Medical Officer of Health 

Region of Waterloo  




